Annexure C

PROFORMA FOR SAFE I NG R AND SANITARY CONDITION

No..BRHC[L8 [ 2025 W Dated:. 02/93/2025

[t is certified that an inspectio‘ﬁ“
(Name of Officers with designa
inspected the Salar Infinity I
Bengal) 742401 (Name & Add
the basis of Water Test Report

Dr. Tayab Mohammod, Medical Officer
BPHC, Salar (Murshidabad) WB 742401
-Division-Kandi Dist.-Murshidabad (West
0ol) on 02.07.2025 (date of inspection) and on
) bearing no. 2156 dated 10.02.2025 of Public
abad) (PHED Lab) certified that the Salar
Dist.-Murshidabad (West Bengal) 742401 ( Name

Health Engineer Directorate,
Infinity Mission, Salar Sub-Divis

of school) has safe drinking water facilities for the students and members of staff of the
institution. School is also maintains the hygienic sanitation condition in the school building

& the campus as per norms prescnl'mdﬁwthe Central/ State/ U.T. Govt.

This certificate is valid till One Year il

Name Tayab Mohammgd,,
Designation : Medical Officer . Murshldab;d

Name & Address of the Office / Departmen’r/gPHC Salar(Murshidabad)

To,
Salar Infinity Mission,

Salar, Sub-Division-Kandi Dist.-Murshidabad (West Bengal) 742401
(Name & Address of the Institution)

Note: The certificate is to be issued by authorized officer / PHED Lab / local bodies
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Date of Testing
Sample ID &GRIPS Payment 1D

Sample Sending Autherity/Person

Gram Panchayat/Mouza Name
Location Details

Date of Sampling
Sample Collected by

Type of Sample and Category

T BENGAL
FING LABORATORY

February 2025 g
100220252039752088, 10/02/25

Salar Infinity Mission (SIM)
¥ill-Salar P.O Salar PS-Salar
Dist- Murshidabad ,Pin-742401

Wﬁ%&iar PS Salar
+'9 th February 2025
. Laboratory Staff =
"L@T‘-iﬂking Water/ Tube Well
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PR - s
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Salar Sub ater
W"m (SIm)

Salar, Murshidabad . .

SL.No Parameter | Desirable _Permxsmble Limit in absence | . Test Result
_ - IV Eimit* | of alternate Source *
1. |pH | 6585 | No Relaxation 7.36
2. | Turbidity( NTU) SUEES RN : 5 0.70
3. | Total Hardness 200 600 200
(as CaC03),mg/1) T
4. | Arsenic(mg/l) b T -_No Relaxation 0.005
5. |Iron(mg/l) 45 &0 No Relaxation =261
6. | Manganese (mgﬂ] . 1030 " No Relaxation N.A
7. | Residual Chlorine(mg; iR 1 N.A
8. | Total Coliform CI‘U/llilﬂmil ;F.-.ﬂ'yggnt No Relaxation 00
9. | E. Coli (CFU/100m)) i ser _No Relaxation 00
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